
R Occupancy Subgroup R2 and 6 Occupancies

Occupancy Construction Height Area Smoke Barriers Sprinklers Fire Alarm Stair Encl. Smoke Alarms Exits
R2.1 V-1hr 2 10,500 Yes Yes System (auto/man) Yes (2 RCFE)

R6.1 V-1hr 1 5,200 Yes Yes System (auto/man) Yes

R4.1 (Recommendation to combine R2.1 
& 6.1 RCFE's, CLHF, Bedridden)

V-1hr 3>2 12,000 No>Yes@6,000 Yes (13R add FDC requirement) Smoke Alarms>System Yes>(2 RCFE)

I2 V-1hr 1 9,500 Yes Yes System Yes

R2.1.1 V-N 2 6,000 Yes @ 6,000 Yes, exception amb/non-amb 1st 
fl. and amb 2nd fl.

Yes None Yes-Battery 2 per building (2 non-amb 
specific) (door closers 2.3.1)

R2.2.1 V-N 2 6,000 Yes @ 6,000 Yes, exception amb/non-amb 1st 
fl. and amb 2nd fl.

Yes None Yes-Battery 2 per building (2 non-amb 
specific)

R6.1.1 V-N 3 UL None Yes non-amb above 1st fl. Yes None Yes-Battery 1 exit

R4.2.1≤6 (Recommendation to combine 
R2.1.1, 2.2.1, 6.1.1, 6.3.1 Protective Social
Care & Hospice)

V-B>(non-amb above 
2nd fl, bedridden 1-hr 
above the 1st fl)

2 7,000 None>6,000 Yes>None≤6 non-amb 1st fl. Yes
bedridden>than 1ref. CBC 415A

No None Yes-Battery>hard-wired 
interconnected

1 exit>2  (2.3.1?doors)

I2 V-1hr 1 9,500 Yes @ 0 ref. IBC407.4 Yes System Yes System 2 non-amb specific

R2.2

R2.3


